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The plant is compliant for effluent
quality due but is currently
discharging partially treated effluent
due to a major electrical failure
affecting the UV disinfection system.
See items of significance for more
detail.

An unconsented
discharge to the Coastal
Marine Area (CMA)
began on 23 October
due to a major electrical
failure affecting the UV
disinfection system.
See items of
significance for more
detail.

No odour complaints in October.

On 23 October the electrical transformer for
the plant UV disinfection system suffered a
major failure causing significant damage
rendering the UV system inoperable until the
repair can be undertaken. This means there
has been a continuous discharge of
biologically treated but undisinfected
effluent to the CMA. Repairing the
transformer is complex due to the ageing
system but is being urgently addressed.

The regulator and the community have been
notified and updated on this discharge and
shoreline sampling is being undertaken daily
until this fault is fixed. This UV system is due
to be replaced early 2026 as part of a major
renewal project.

Compliant (with noted
issue) 
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